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O PLAN OF CORRECTION

= OF FROVIDER OR SUPPLIER

(C 000} Initial Comments {C 000

: This report |s of a Followup Survey done by Bob
' Getchall and Ed Miller on December 10, 2015.

The followup survey revealed that all deficiencies !
| have not been corrected, therefore a new plan nf : Ve i B e ey
cormaction is required, i

{C 111} Must Have Current San. & Fira Safety Reports {c 111}

SECTION .0300 - PHYSICAL PLANT

104 NCAC 13F 0302 DESIGN AND
CONSTRUCTION(

fi The facility shall have current sanitation and
fire and building safety inspection reports which
shall be maintained in the home and available for
review.

il Bk
This Rule is not met as evidenced by: [AN & A1l
1. Based on record review, interview with i
Executive Director, and Mainlenance Contractor, ;
the facility failed to maintain, a current (compleled -
within the last twelve months) annual inspection
report{s) required,

Followup Findings on December 10, 2015 - _
a. Records indicate that the tast Sprinkler v CA1- Sprinkler Inspaction 9-26-15 9.26-15
Ingpection and Testing report in accordance with Century Fire Protection LLC

MFPA 25 was performed in April 28, 2014,

” {C 133} Balhrooms-Hand Grips {C 133}

| SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F 0305 PHYSICAL
ENVIRONKMENT

(&) The reguiremants for bathreoms and toilet
rogms ang:

(6) Hand grips shall be installad at all

| commodes, tubs and showers used by or

ion of Hewlh Servics Meguiaion
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STREET ADDRESS, CITY, STATE. ZIP CODE
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GASTONIA, NC 28054

SUMMARY STATEMENT OF DEFICIENCIES
(EACH DEFICEMNCY MUST BE PRECEDED BY FULL
REGULATDRY OR LBC IDENTFYING INFORMATICN)

Ea) 1
REFIE
TAG

! PROVIDER'S PLAN OF GORRECTION

i (EAGH CORRECTIVE ACTION SHOULD BE _

| CROSS-REFERENCED TO THE APPROPRIATE |
DEFICIENCY)

| {08}
COMPLETE
DATE

133} Continued From page 1
i accessible fo residents;

| This Rule is not met as evidenced by:

. 1. Based on observation, the facility failed fo
| snsure that commades, tubs and showers are
. aqLﬁnI:ad with stable kand grips.

l Fnlln-vﬂ.m Findings on Dectember 10, 2015:
| & There was a loose hand grips {gmh bar) at
the, tub in the Spa near Bedroom &1.

Bathrooms-Mot to Be Utilized for Storage

SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F .0305 PHYSICAL
ENVIRONMENT

{8) The requiremants for bathrooms and toilet
rooms are:

{10) Resident toilet rooms and bathrooms shall
| not be utilized for storage or purposes other than
those indicatad in ltem (4) of this Rule;

G 135}

! This Rule Is not met as evidenced by:

' 1. Based on observation, the facility falled to

| ansura that resident toilet rooms and bathrooms

| are not ulilized for storage or purposes othar than
those indicated in rule.

| Followup Findings on December 10, 2015.:
' &) The Spas were being used as starage of maop
| buckats, mops, and old dirty furniture.

{C 180} Outside Premises-Clean, Safe

SECTION .0300 - PHYSICAL PLANT

104 MCAC 13F .0305 PHYSICAL

ENVIRONMENT

| {m) The requirements for outside premises are:
l (1) The outside grounds of new and existing

{C 135)

{c 180}

2133- Hand grips remounted 122215

2135 Housekeeping will monitor
* Spa Daily to ensure Staff is not

using for storage

1201114,

Feguistion
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OF PROVIDER OR SUPFLIER STREET ADDRES!

, CITY, STATE, ZIF CODE

850 MAJESTIC COURT
ELLINGTON HOUSE GASTONIA, NC 28054

o | SUMMARY STATEMENT OF DEFICIENCIES
FIX | {EACH DEFICIENCY MUST BE PRECEDED BY FULL
TAG |  REGULATORY OR LSGC IDENTIFYING MFORMATION)

[
PREFIX
TAG

FROVIDER'S PLAN OF CORRECTION %)
[EACH CORRECTIVE ACTION SHOULD BE COMPLETE
GROSS-REFERENCED TO THE APFROFRIATE DaTE

DEFICIERCY]

180} Continued From page 2

facilities shall be maintained in a clean and safie
condition;

'ThnFtuh is not met as evidenced by

1. Based on observation, the outside grounds
were not maintained in 2 clean and safe
condition.

Followup Findings on December 10, 2016
b. Awooden board with 4 large nails pointing up
| was lying near the bullding in the Courtyard.

c Tﬁﬁ. Housekeaping and Furnishings-Clean, Repairad

| SECTION .0300 - PHYSICAL PLANT
104 NCAC 13F 0308 HOUSEKEEPING AND
| FURNISHINGS
| (&) Adult care homes shall:
- (1) have walls, cailings, and floors or floor
cwannga kept clean and in good repair;
{2) have no chronic unpleasant odors;
{3) have furniture clean and in good repair;
{8) This Rule shall apply to new and existing
| facilities.

: This Rule is nof mel as evidenced by:

' 1. Based on Observation, the facility failed to

| provide necessary equipment to ensure clean
potable water supply. 5

| Followup Findings on Decembaer 10, 2015

b. The bath tub in the Spa near Bedroom &1 had
a hose long enough to reach gray waler that was
not equipped with a vacuum breaker to prevent
backsiphonage of gray waler back info the
potable water plumbing lines.

2. Based on Observation, the facility failed to

{C 180

{C 184)

zafe condition

C160 EM3-Housekeeping-ED will
moniter Graunds Weekly to ensure
Grounds are maintained in a clean and

C164 Vacuum Breaker installed

| 12-28-15
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PRINTED: 12/30/2015

. SECTION .0300 - PHYSICAL PLANT

| 10ANCAC 13F .0306 HOUSEKEEPING AND
. FURNISHINGS

| (&) Adull care homes shall:

: (6) be maintained in an uncluttared, clean and
| orderly manner, frea of all obstructions and

| hazards;

| (&) This Rule shall apply to new and existing

: facilities.

| This Rule is not met as evidenced by:

| 1. Based on Observation, the facllity failed to

| provide an environment in accordance with this
i Rule, by not maintaining the HVAC/ventilation,

| grilles and their assoclated dampers free of

| hazards.

| Followup Findings on December 10, 2015:

| The return HVAC and ventilation grilles and their
' radiation dampers have an excessive

| accumulation of dustfint in the following
| locations:

la) Dining Room,

| b) Laundry.

| 2. Based on observation, the Building plumbing
| equipment was not maintained In a safe manner
| by not have properly working or installed parts.

and pop corn ceiling.

accumulated in vants

FORM APPROVED
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ATEMENT OF DEFIGIERCIES %13 PROVIDER/SUPPLIER/CLIA (%2 MULTIPLE COMSTRUCTION {%3} DATE SURVEY
PLAN OF CORBECTION IDENTIFICATION HUMBER: P COMPLETED
) R
HALD38031 B W NG 12102018
ME OF PROVIDER OR SUPPLIER STREETADDRESS CITY, STATE, ZIP CODE
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) I | BUMMARY STATEMENT OF DEFICIENCIES | o PROVIDER'S PLAN OF CORRECTION | R
FREFIX | [EACH DEFICIENCY MUST BE PREGEDED BY FULL PREFI (EACGH CORRECTIVE ACTION SHOLLD BE | COMPLETE
TAG REGULATORY OR LSC IDENTIFYING INFORMATION) TAG CAOSS-REFERENCED TO THE APPROPRIATE DATE
] i DEFICIEMCY)
ic 1511! ‘Continued From page 3 {C 184}
| have walls, ceilings, and floors or floor coverings,
kept clean and in good repair.
Fallowup Findings on December 10, 2015
a. The celling in Bedroom 48 had a staln and two
| large palnt bubbles.
{C 186} Housekeeping-Maintained Free of Hazards {C 186) G186 Repaired and painted
Repaired with sheet rock, mud 1272916

Housekeseping/EDVBME will moniftor and| 1272315
| clean Bi Weekly to ensure dust has not

Ty

IR T
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Il esntinuaticn skmat 4 of 7

.




PRINTED: 12/30/2015

FORM APPROVED
icn of Health :
TATEMENT OF DEFICIENCIES *1) PROVIDEREUPPLIERICLLA (M2 AULTILE COMSTRUMGTION {X3) DATE BURVEY
D PLAN OF GORRECTION IDENTIFICATION HUMBER: A, BLILDING: 01 COMPLETED
R
HALO36031 B. WG 12M10/2018 |
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GASTONIA, NC 28064

SECTION .0300 - PHYSICAL PLANT

10A NCAC 13F 0311 OTHER
REQUIREMENTS

! {a) The building and all fire safety, electrical,
mechanical, and plumbing equipment in an adult
| care home shall be maintained in a safe and

i operating condition.

{ (k) This Rule shall apply to new and existing

| facilities with the exception of Paragraph (g)

| which shall not apply to existing facilities.

' This Rule |s not met as evidenced by:

| 3. Based on observation, the Building was not
| maintained In a safe and operating condition,

' because the emergency lighting, which

| luminates the sgress pathways during power
| gutages, did not work proparly.

‘! Followup Findings on December 10, 2015

'a. In the Dining Room the emergency lights for

| the wall mounted self-contained combination exit
signfemergengy light unit did not work on backup
powsr when the test bution was pushed. -

I 4. Based on observation, the Building was not

it maintained In 8 safe and operating condition,

| because the fire sprinkler escutcheon plates were
' impaired, exposing openings through the celling

' that could allow the passage of smoke and heat.

| Followup Findings on December 10, 2015

| 'a. The fire sprinkler escutcheon plate had

E (x4} e | BUMMARY STATEMENT OF DEFICIENCIES | D PROVIDER'S PLAM OF CORRECTION T
PREFIX | (EACH DEFICIEMNCY MUST BE PRECEDED BY FULL PREFIX (EACH CORRECTIVE ACTION SHOULD BE | COMPLETE
The | REGULATORY OR LSC IDENTIFYING INFORMATION) TAG CROSS-REFERENCED TO THE APPROPRIATE | DATE
; DEFICENCY) |
.1
{C 168} Conlinued From page 4 c 188} C186 Commode was ra fasten to 1211615
| Followup Findings on December 10, 2015: floor in the Spa. Housekeeping will
a. The connection of the commade fo the floor do weekly monitoring/ BMS will do
was looze in the right Spa. manthly walk thru to ensure all commodes
| are properly fasien and secured fo
(C 180} Bullding Equipment Maintained Safe, Operating | {C 168) floor. g1 S e

C189 {a) Replaced Exit Light 12MTHE

CAED (a) Metal door was dosed and 1272215

re-caulked

i ]
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O PLAN OF CORRECTION IDENTIFECATION NUMBER: A BUILDING: 01 COMPLETED
R
_ HALD38031 B. WinG - 12M0/2015
ME OF PROVIDER OR SUPFLIER STREET ADDRESS, CITY, STATE, ZIF CODE
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(%4310 BUMMARY STATEMENT OF DEFICIENGIES | o | PROVIDER'S PLAN OF CORRECTION mm;
REFIH {EACH DEFICIENCY MUST BE PRECEDED BY FULL | PREFIX {EACH CORRECTIVE ACTION SHOULD BE COMPLETE
TAG REGULATORY OR LSC IDENTIFYING IMFORMATION) [ TAG CROSE-REFERENCED TO THE APPROPRIATE DATE
DEFICIENCY)
C 188) | Continued From page 5 {C 188)
dropped down from the ceiling in the extarior
| hech Room near Bedroom 45.
i 5. Based on observafions, the Building was not
. maintained in a safe and operating condition,
i because breaches through the
| fire-resistance-rated construection invalidated its
| mtegrity.
Followup Findings on Dacamber 10, 2015: _ o _
a. Unprotecied celling penetration around 188 (a) BMS repaired with Fire Caulking 1202215

commercial kilchen hood's fire extinguishing
systems pipesiconduits in Kitchen.

8, Based on observation, the Building was not
maintained In a safe and operating condition,
becauses the corridor doors did nol resist the
passage of smoke due to the doors not
positively/automatically latehing Into thelr frame
under normal closing force,

Followup Findings on Decamber 10, 2015:
a. The Living Room door had Its latch bolt C189 (a) Installed New Handled —
Installed backwards and the door would not latch.

{C 189} Exhaust Vientilation | (e 1o

SECTION .0300 - PHYSICAL PLANT

10A NCAC 13F .0311. OTHER _
REQUIREMENTS s
(g} The spaces listed in this Paragraph shall be
provided with exhaust ventilation at the rate of
twio cubic feet per minute per square foot. This
requirement does not apply to facilities licensed
before April 1, 1984, with natural ventitation in
thesa specified spaces.

| (1) soiled linen storage;

| (2) soil utility room;

{ (3) bathrooms and toilel rooms;

I
fih Sarvice Reguistion
|IZHF$;$ e s VOMS2Z If esntinustion shast 8 of T
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DATE

e T

{C 189} Continued From page 6

{4) housekeeping closets; and

(&) laundry area.
' (k) Thig Rule shall apply to new and axisting
I faclities with the exception of Paragraph (g}
i which shall not apply'to existing facilities.

Thiz Rule is not met as evidenced by:
1.
failed to maintain the ventilation system in proper
working order.

Based on Obgervalion and tesling the facility

Il | Followup Findings on December 10, 2013

] | a.  The exhaust venfilation was running but did
| not remove the required amount of air in the

. Men's Visitors Tollet Room,

| b. The exhaust ventilation was not working in
the Med Room Toilet Room,

{C 198}

C100 (a&h) BMS Installed New
wentilalion Fans

Tt el 1

122215

i
}QTE FORM
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REV. 1/08

Report of ln%pectinn, Testing & Maintenance

of Dry Pipe Fire Sprinkler Systems TN e
ALL CUESTIONS ARE TO BE ANSWEREL AND ALL BLANKS TO BE FILLED
(Weakly Inspection tasks are NOT included in this report)
inspecling Fm: Canlury Fira Protaction LLG Wsgection Contracht £ ]E'—fﬂ"
Marne of Insposted Praperty: Wollington House o B
Inzpactar Mame: D, Bumgamer Dartee_ Q526015
Inspction Froquancy:  [JMoethly ] Guarlary K Annualty L) ceher
“WMonthly Tnspeciion of Dry Fipe Sprinkler Systems
Wﬁ[ﬂ o Y [o0A] W
A0 Systam In ervica on Inspacticn I/ A28 Systom coniral velve sign indicutos ares seved [ | | |
A1 u e 90 psi AZT  Syslem dser Informational sign In place
A2 System (ai) gouge pressure '—%E and arty mwu"ﬂmmm- o alfony ks f
A3 Oudek opening dovics gaugs pressuns H sl ALD Backllow preventon assembly vakes ana focked ﬂ
A4 Gauge near compressor A pol —-Orelectiialy supeivsed In open posiion /
A1S  Gauge prosuras s nomml AT ] P ey mot n conmtous Gachorge b
820 Control velves In nammal opan or dosed posiion | 4 A Wﬂ@.ﬂ valve lrae ol physical damage 7
A2 Condrol valves propery lacked or supervised |~ Ad1 Dy plpe valve iim valves are in spprogiate
A28 Condrol valves socesslbia i opEn or cloged posan .f”
A2.3 Cornrol vahns providad wilh approprigls wierches | / Ad2 Dy plpa vahva intarmadiale chamber not laaking / '
|24 Conleol vaves free liom extomal loaks i ABD ALARM PANEL CLEAR 7 .
425 Conlrol valve idenficalion sions In place Fld ABD COMMENTS:
Quarterly Inspection of Guarterly Testing for Dry Pipe Sprinkler Systems
Dry Pipe Sprinkler Systems G0 System In seavice balone lesfing [~ ]
B.1.0 Sysbam in service on Inspaction L C.1  Peslinent partics nosilad betara tagling s
B.2.0 _Hydraule nemeplale allached and lagible £ || B2 Adeguats drainege provided belore fiow tesing | -
B.21_Alinm davica frea from physicsl damage Fal C.20 e devices appear boa of physloal damega |~
B0 FOO Is visbio ! CAD Onn main drain 1681 conduciad downsiream ‘ﬂ
BA1_FDC s accessible 17 ____from backllow pravanter /
BA.2_FOC swvelsiougfiogs undragediolals smoathly| T o presme e i Comsieam |y
B35 Pl 8 In placeiundanrs - -
B.3.4_ FDC gaskets in pince and in pood condilicn :-': B Eﬂ'? . A Llaiy o
B35 FOC ontfoaton aign in plscs 17 33 Gauge rearing during siabis fiow {resi
836 FOC chedk vahe not leakin Ky C.24 Tima for supply pressure to ratum bo normal A
837 FDC putomallc drsin valve In place E40 Priming weter loved lested £
and oparaling prapesly o e C.5.0  Cullek spaning devica(s) {000 tasled s
B3.8 FDC clapparis in place and aparaling propesly CAO _Low pressure slarm fested f
B.A.8 FOG interior ingpoctod whara caps missing A | | ©7.0 Poerinent parties noed of teet conclugion |
B.3.10 FOC abslruclions ramoved as nacessary / C0.0  ALARM PAMEL CLEAR -
B.40  Prassurs reducing confrol valas (PEY) o / C.o.0 SYSTEM RETURNED TO SERVICE 1
—niciloggon ; C.10.0 COMMENTE:
841 PRV not leaing /
8.4.2 PRV maintaining downsiream pressure por design | |/ |
| B4.3 PRV I good condilion i
| B4 PRV handwheo! inslalied and not brokon /
E5.0  ALARM PAMEL CLEAR £

| BE0 COMBENTS:

E4.5 - Head bex et 2 29°"¢ Brogs 5" vprijht]

™ *Thiw requiremant I3 pow and can miso be fowrd by o 2007 povlion of NFPA 13

- (Al "MD" anawers ie be sxplsinad.) {AFSA Farm 107A)
HSPECTGR'S INETI OWNERDESIGNATED REP. INITIAL 27~ DATE Pagn 1 of 3




REV. 1/08
Report of Inspaction, Testing & Maintenance of Dry Pipe Sprinkler Systems...continued

Inspecting Finm; Seniury Fire Profection LLC Ingpaslion Consmot
Mame of Inspected Praparty: Wedington Housa .
Inspacior Mame: D, Bumgarnear Do 09I2GM1S
inapaction Frequency: L] Munhly [ Cuartary i) Annusty ] cher
Semi-Annual Testing for Dry Plpe Sprinkler Systems
¥ [NA[ N [ [ N
00 Ejmham i soevice before lesing i 0.A1 Slgnal reglored only whes valve rotumad 1o
D.1.1_Pertinant paries noftied before lesting 71 | | —_nommalposiion !
D20 Watar llow alarm tested and is operalional I D40 Parinent parles nolilled of ks concluslon I
D21 Tesl conducled with inspaniors tas! coneolian |/ | D.5.0 PANEL CLEAR i
D22 Tl concied with bypss convacton (Pesizing woather) |/ .60 SYSTEM RETURNED TD SERVICE ra
I D70 COMMENTS:

D23 Teat conducad por anufachuror's nstclions

[.30 Superdscry seilches intlated dislingl signal
during frsd e hand whes revaluions. or Bolanm
vahm slom mexyed ana-itih Trom nomal posllion ,-"

Annual Inspection for Dry Pipe Sprinkler System s | Annual Maintenance for Dry Pipe Sprinkler Systems

E. 1.0 Sysiem In sardce on Ingpeaiian i i Eld In smrvice bedosm cond maintenange| /
EZ0  Hangers and selsmic brasng appoars F20  PFarlinent parbes rolilied buloes conducting
__ undamaged and lighty alteched | | | —maindanance rd
E.3.0_Plping apponrs freo of mechanical demage ri ] Fa0 E:q;am dminage provided bedore /
E.3.1 Piping anpaars fréd of ingligo £ FAD  Opaniling siemes of OSAY (nduding backiow)
E.2_Piping sppears Iroe of concsion 7 " vaives hibicetad ndhuding r
E3.3 Piping appeans free of axiermal kanding ! £4.1  Valeo completely cosed and reapaned .
E4.0 Sprinklers appear lree of isakags gy | | EBL_ Main din test sonducied !
Ed.1_ Sprinkiers appans fron of comoslon / F51_ Supply walir gauge rending bafora few (st O pal
— =A.2 Hpeinkiee speans b of Sraign salrisl i F2  Gouge rmading during stabls fiow (residuel) ES ps
EAD Speinkdors appear ia of pain - :,. FE3  Time lor supply pressure io retum to noeral 2 sac
|E4.4_Sprinklers sppear fres of physical damage FBO Dy pipe valve inledar Moroughly ceaned |' "|
E45 Sprinklers sppear proparly ofenbed ! ard pars replacadimpaired as necassary .ﬂ”_
Edf  Cloarance apposns jo be mhqlmll;t hebweon Fa.1  Gressa or olher sasling matadale nod applhed
_Mﬂdmji_ ,-"'r o sealing surtaces nrr?rr plpe vulve /
EA7 Glass bilbs appear fuil |:r| IIIquul Vi F7.0 Dry pipe systam low painis drained aftor
E4.B Spars sprirkdees are of proper number IrJ.- mﬁ:ﬁn and balore onset of leezing ra
&l [pas! 6 and bemparatuny ralin Srontes oonicns
E4.0 Spam aprinklers starad whars tamperaluro PO Portnom harta nolified aflor concluslon | #
i 8 100°F ! i :
E'#"'m wmnh avaltoble lof auch ype of sprinklor 4 'ﬁﬁ' Laskage wiihin limlis ,.‘II-'JI"r !
washa in good candfer insarmal : |
ﬂfﬂt i '?.5'3'; W ! | | P2 Test conducted
FHIﬂH T FREEZING WEATHER: ] B 40 psl for 2 houns or
E.B.0 Building ig sacure such as mot ko oxposs / _ [0 Momnal prassuna far 4 hours
EG1 Adeg ‘? k:am mﬂa ainkaiiin £104 AL AN PANSL !
B, Lialis maln i c
\omporiurge &t 40°F or higher ! :;1 . SYSTEM HEIIHHHEIJ_TD' SERVICE 7
E7.0 ALARM PANEL CLEAR F; 120 COMMENTS:
[E£.0_comments:
. Trip Test Table
Valve Vartial Jrig S G Voar Atk a.0.0. ear
Make Mudel Serinl Mo, Mk Madal .
E TRl [ TSI — St
Tima Wabar
Ly Pipe Tima ta Trip Witar Alr Trip Painl Arached Alarm
Operating Thru Test Fipa Prossura Frassura Alr Progsurg Toat Oullel Oparaled
Tl L i TET PET W] Ben | Ve | T
ﬁ.m. qoo| 0 | 29 fo AS I o | A | X
ih 0.0

— (Al "HO" answars (o bo oxplaimed.) (AFSA Farm 1074}
|HEFE-E1‘11H'H |fm@ DunERBESaNATED Ren AL £/ nare 9/26/75 Page 2 of 3




REV. 1/08
Report of Inspection, Testing & Maintenance of Dry Pipe Sprinkler Systems...continued

Ingpecting Firm; “#Alury Fira Pratection LLC i inapection Canlract
Mama of Inspacted Praperty: Welington House ]
Inapeater Mame: D, Bumgarnar Dale: QOF28E015
Inspectian Frequency: ] Manhiy () Quarteely & Anauslly L] Ciher
Annual Testing for Dry Pipe Sprinkler Systoms Items of 5 Years or Greater Frequency
WiAl M ] ¥ [N i‘

HA0_ Systam in servico bofora conducling tasks [
H.20 _Perlinant paries nobliad beform condusng ks

HA0 Dry plips vahe infamally inspagied

HA1  Dry plpe valve streinars, Alees, and resiicBan

G_.f[r slem In sardos hal-ur;:r tasting
G.0.1_Padinen parlkos moliled bofore fasling

3.1.2 ﬂ.dngum M prosidad bodara Aow tasting

GA0 Doy plps valve i fested with control vake partialy
O MHMWEMEWJJ

intormaly inspociod
G.21 Dry plos vala profacting freszars [Hp leatod in H32 Dy plpn vl inbemal components
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